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SECURED TO WALL W/ HILTI STD KWIK BOLT II
. OR EQUAL
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FOR GRATING SUPPORT SEE STRUCT DWG H-6-13991 1 //\///\///\ 1-1/2" Y-STRAINER
SEE STRUCT DWG H-2-822243 ] T \\\\\\\ SST BODY & SCREEN, 600%#, SOCKETWELD END CONNECTIONS,
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{-6) 1-6) v UNISTRUT P1000 SST CHANNEL W,
UNISTRUT SST STD PIPE STRAP & MOUNTING HARDWARE
’ ’ SECURED TO WALL W,/ HILTI STD KWIK BOLT II
\ g OR EQUAL
N N AS REQUIRED-SEE NOTE 2 DWG H-2-822370
% 7 4
~
S OOANUD AOND < 1-1/2"BALL VALVE-M27 AS REQUIRED
V\ V\ 4 SEE NOTE 2 DWG H-2-822370
g CONTRACTOR TO DETERMINE
| AMOUNT OF BRANCHS REQUIRED
/AN SECTION /BN SECTION N SEE NOTE 2 DWG H-2-822370
H-2-822370 1,2"=1"-0" H-2-822370 1,2"=1"-0" S |
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KA ANANAN,
A /D SECTION
H-2-822370 1-1,2"=1'-0"
1. FOR GENERAL NOTES SEE DWG H-2-822335.
2. FOR LINER WASH-DOWN NOTES SEE DWG H-2-822370.
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